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Provide form support, as
needed.

Field cut ICF to
create form panel
edge.

2x buck form support
creates concrete vertical cold joint
offset from ICF form panel edge.

Typical horizontal rebar
dowel, as spec'd. Extend
beyond form support.

Vertical cold joint.  Roughen surface
and/or provide bonding agent,
prior to  second conc. pour,
if required.

Typical wall
reinf., as spec'd

PLAN VIEW - FIRST WALL SECTION

PLAN VIEW - SECOND WALL
SECTION INSTALLED
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